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Indoor Air Quality and Energy.  A Recipe for Disaster:   ASHRAE Standard 62 provides designers, owners and facilities operators a standard for designing ventilation and acceptable indoor air quality.  However, most engineers are driven by energy savings which compromise IAQ by not controlling moisture in the building.  This lecture examines the history of IAQ in buildings and opportunities for Engineers, Owners and Contractors to control moisture in buildings.  Moisture has become the number one cause of IAQ complaints including related health problems to occupants.  Examples of moisture control include traditional outside air ventilation recovery systems, more advanced systems such as desiccant dehumidification, and advanced integrated systems.  An overview of the desiccant process is provided including fundamentals, types of desiccants, components of desiccant systems and practical design examples.

